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ARCHITECT'S  
SUPPLEMENTAL  
INSTRUCTION ASI NO.: 047 

PROJECT NAME: Marshall County Courthouse 
 

PROJECT NO: 18827003 

CLIENT NAME: Marshall County  DATE: 20 March 2022 

PROJECT LOCATION: 
1 E Main St.  
Marshalltown, IA 50158 

 
  

GENERAL CONTRACTOR: Breiholz Construction Co.  CONTACT: Jimi Peters 

   

The Work shall be carried out in accordance with the following supplemental instructions issued in 
accordance with the Contract Documents without change in Contract Sum or Contract Time. 
Proceeding with the Work in accordance with these instructions indicates your acknowledgment that 
there will be no change in the Contract Sum or Contract Time. 
 
Description: 

 
Rerouting Return Air for on site Conditions 

 
Architectural drawings 

1. A205 – REFLECTED CEILING PLAN LEVEL 5 

a. REMOVE (6x) 2x2 ceiling return grilles from ceiling cloud at “EAST LOBBY 508” 

b. ADD (1x) 4x4 ceiling return grille to “EAST LOBBY 508” 

c. REVISE lighting layout as illustrated. 

d. ADD note about ceiling framing for larger return air grille. 

2. A613 – ENLARGED PLAN AND RCP – FIFTH FLOOR LOBBY 

a. REMOVE (6x) 2x2 ceiling return grilles from ceiling cloud at “EAST LOBBY 508” 

b. ADD (1x) 4x4 ceiling return grille to “EAST LOBBY 508” 

c. REVISE lighting layout as illustrated. 
 
Mechanical drawings 
 

1. M105 – FIFTH FLOOR MECHANICAL PLAN 

a. REVISE return air routes above “EAST LOBBY 508” and North Eastern Quadrant of Building. 
 

2. M106 – ATTIC LEVEL FLOOR MECHANICAL PLAN 

a. REVISE return air routes above “EAST LOBBY 508” and North Eastern Quadrant of Building. 
 
 

Associated Submittals/RFI’s: 

RFI 68 
Attachments:  

(4) DRAWINGS 
 

  
Jimi Peters, AIA 
OPN Architects, Inc. 


